Below are the answers to additional questions that occurred for the Roof Top Unit Replacement – Island Grove Extension bid (B1800130).

1. Are hail guards required?

**ANSWER:** Yes.

2. Should units have power exhaust?

**ANSWER:** The unit’s economizer (barometric or powered) will dictate.